POLE BASE-GOTHIC STYLE

NOTE:
1. PROVIDE A SPARE 1 1/2" SCHEDULE 80 PVC CONDUIT OUT OF POLE BASE MINIMUM 18" BELOW GRADE AT END OF RUN. CAP FOR FUTURE USE.

DESIGN and CONSTRUCTION STANDARDS
PLANNING, DESIGN and CONSTRUCTION: CORNELL UNIVERSITY

REVISED BY: TCL
DATE: 12/31/06

REVISED BY: ELEC
DATE: 11/15/06

CELL LIBRARY: PDC_Sld_Details.cel
CELL NAME: LTS GB
DOC PRINT SIZE: LETTER
DETAIL NO. 2.2.6