REFRIGERANT LINES WALL PENETRATION DETAIL

NOTES:
1. INSTALL SCHEDULE 40 GALVANIZED STEEL PIPE SLEEVE FOR EXTERIOR WALL PENETRATIONS SMALLER THAN 6-INCHES IN DIAMETER.
2. INSTALL CAST IRON PIPE SLEEVE FOR EXTERIOR WALL PENETRATIONS 6-INCHES AND LARGER IN DIAMETER.
3. FOR TIMBER WALL, SLEEVE IS NOT REQUIRED. CUT OUT HOLE TIGHT TO OUTSIDE DIAMETER OF BLACK, FLEXIBLE PIPE.

DESIGN and CONSTRUCTION STANDARD
CORNELL UNIVERSITY

REVIEWED BY: DRL/WSJ    REVISED BY: EAK    CELL LIBRARY: N/A    CELL NAME: N/A
DATE: 7/2/2012    DATE: 7/2/2012    DOC PRINT SIZE: 8 1/2" x 11"    DETAIL NO. 3.3.1