DUCTED BIOSAFETY CABINET SHOW
POINT NAME ON
BACS EMCS DESCRIPTION GRAPHIC

BSC EXHAUST VALVE STATUS X X LOW DIFFERENTIAL PRESSURE (VIA SWITCH) X
BSC SPACE OCCUPANCY X X X
BSC BUBBLE TIGHT DAMPER OPEN/CLOSE X X X
BSC BUBBLE TIGHT DAMPER STATUS X X X DAMPER FAILURE X END SWITCH

TRAFFIC LABORATORY BIOSAFETY CABINET CONTROL POINTS
NO SCALE

DESIGN and CONSTRUCTION STANDARD
CORNELL UNIVERSITY

REVIEWED BY: WSJ/DRL REVISED BY: EAK
CELL LIBRARY CELL NAME DOC PRINT
N/A N/A SIZE: 8 1/2" x 11"
DETAIL NO. 3.6.27