NOTE:
1.0 CONCRETE FILL WILL BE 4,000 PSI, 6% AIR ENTRAINED, 1" MAXIMUM SIZE COURSE AGGREGATE.
2.0 STAIRS MUST ALIGNED AND NOT OBSTRUCTED
3.0 DEVIATION FROM DETAIL NEEDS UTILITIES REPRESENTATIVE APPROVAL
4.0 SANITARY STRUCTURE SHALL BE SET PLUMB AND LEVEL
5.0 ALL COMPONENTS NEED TO BE H25 RATED
6.0 USE GASKET SEALED FRAME & COVER EJ 42339048W01 OR EQUIVALENT WHEN A STRUCTURE IS LOCATED IN A BUILDING, PUBLIC AREAS OR PLAZAS

SANITARY SEWER DROP MANHOLE DETAIL
NO SCALE

DESIGN and CONSTRUCTION STANDARDS
CORNELL UNIVERSITY

REVIEWED BY: JEC  REVISED BY: JJK  CELL LIBRARY  CELL NAME  DOC PRINT SIZE:  DETAIL NO.
DATE: 8/9/2016  DATE: 8/9/2016