**Handhole/Pullbox Notes:**

1. BODY AND COVER WILL BE CONSTRUCTED OF POLYMER CONCRETE/COMPOSITE.
2. BODY AND COVER WILL BE TIER RATED FOR THE INSTALLED ENVIRONMENT.
3. COVERS WILL BE UV, CHEMICAL RESISTANT.
4. COVERS WILL BE SLIP RESISTANT WHEN EXPOSED TO PEDESTRIAN TRAFFIC.
5. COVERS WILL BE SECURED WITH (4) TAMPER RESISTANT FASTENERS.
6. HANDHOLE/PULLBOX LOCATION WILL NOT BE USED AS SPLICE POINTS.
7. CONTACT CIT ENGINEERING TO DETERMINE DIMENSIONS APPROPRIATE FOR EACH INSTANCE.

**ATTENTION***

Any changes in design or construction from what is shown on this document must be reviewed and approved by an Administrator Engineer.

---

1. Handhole Lid Side View
   - Not to Scale

2. Handhole Lid Top View
   - Not to Scale

3. Handhole Top View
   - Not to Scale

4. Handhole Side Cut View
   - Not to Scale