**ATTENTION**

Any changes in design or construction from what is shown on this document, must be reviewed and approved by an Infrastructure Engineer.

NOTES:

1. NEW INSTALLS SHOULD USE DOUBLE GANG 2.25" DEEP OUTLET BOXES.

2. FLUSH MOUNT RETROFITS MAY USE 15/16" EXTERNAL RINGS AS NEEDED.